‘Fram: COLD PETRO NEBR DIV

J‘ﬂm Sarg,

4 3 UNITED STATES ENVIRONMENTAL
i& ¥ REGION 7, 901 N. 5% ST., KANSAS CITY,
Va, wpﬂé

Facililty Name: Colorado Petroleum of Nebraska
Locaiiun: . Hwy 30, Sutherland, NE A9105

Owaer/Operator: Warren ‘Thompson
(Respo nelent)

%ugust 1, 2002, an authorized represenfative of the
8rr11t Ciates Linvironmental Protection Agency (EPA)
conducted an inspection o determine compliance with the
01l Pollution Prevention gSPCC) reﬁul'atlons promulgated at
40 CI'R Part 112 under Segtion 3 R) of the Clean Water
Act (33 U.S.C. § 1321(3)) (the \ct), and found that
Respondent had violated rcgulations 1r1_18;lcmentm Section
31 18‘ of the Act by failing to comply with the rgulations as
woted on the attached Spill Prevention Control an
Coupntermeasure Insliection Findings, Alleged Violations,
and Proposed Penalty Form (
incorporated by relercnce.

If Respondent does not sign and return this Expedited
Setilement as prescnted within 30 days of the date of its
rcceipt, the proposed Expedited Ssttlément is withdrawn
without prejudice to EPA's ability to file any other
enfofcement action for the violations identified in the Form.

This proceeding and the Expedited Settlement are undor the

By e I e R 1351 AT
1) of the Act, S.C 613 1
as amended b nﬂeonPonuammctormo,an«f occgl?u;g*

22,1 93} and 2.18%10), published at 64 Fed. Reg. 40137 on
July: 23, 1999. The parties cnter into, this Expedite

Seftlemcnt in order to settle the civil violations described 1
the Form for a penally of $2600.00. This scttlement is
subject to the following terms and conditions:

regulations, which arc published at 40 CFR Part 112, and has
violdted the regulations as further described in the Form.
Respondent admuits that he/she is subject to 40 CFR Part 112
and that EPA has jurisdiction Ovur Respondent and
Respondent’s conduct as descnbed in the Form. Respondent
does, not contest the Inspection Findings, and waives any
objettions it may have to EPA’s jurisdiction. Respondent
consgnis to the assessment of the penally stated above.
ResrL;md(_:m certifies, subject to civil and cruninal penaltics
for making a false submission lo Ihc United States
Goveriunent, Lhat the violations have been corrected and
Resgondent has sent a certified check in the amount of
$2610.00 ]i_zllyalq le to the “O11 Spill Liability Trust Fund,"” to:
“Regional Hearing Clerk, Office of Regional Counsel, U.S.
Envitonmental Prolection Agency, 901 N, 5" Street, Kansas
City, Kansas 66101". Respondent has noted on the penalty
payment check “CWA-07-2003-0191" and the docket
nmumbper of this case.

EPQ finds that Respondent is subject to the SPCC
|

Form), which is hereby

3893854594 P. oo

EXPEDITED SPCC SETTLEMENT AGREEMENT

PROTECTIO NCY
KaNSAS gD 2 Al 9: 21

ERVIRCLIZ L #ROTECTION
_ AGEHCY-REGION VI
REGICNAL KZARING CLERK

POCKET NO: CWA-07-2003-0151

This Expedited Settlernent resolyes Respondent’s liabili
for Fedgg} civil penalties for the violations of the SPC
regulations described in the Form, However, LA docs ¢
waive any rights to take any enforcement action for any othe
st present, or future violations by Respondent of tt
PCC regulations. or of any other federal statutc «
regulations. By its first signature, EPA ratifies the Inspectic
Findings and Alleged Violations set forth in the Form.

Upon signing and returning this E xpedited § ettlement
EPA, Respondent waives the opportunity for a hearing «

peal pursuant to Section 311 of the Act, and conscats -
EPA’s approval of the Expedited Selticment without furth
notice.

This Expedited Settiement is binding on the parties f}_gnu
below, and is effective upon the Regional Judicial Officer
signature,

APPROVED BY EPA:

|~ —Tlate: ?ﬂ/ o 3
Chief, Emefgéney Planning & Responsc Branch, Superfun
Division
APPROVED BY RESPONDENT:
Name (print): CM/ ]Z’"’/@/ Gl
Title (print)_ L HE S e

Signature: / . /

IT IS SO ORDERED:

[l

+ -7, I )
4 4;)2/ Date //(/7}///1(@5
Robert T.. Patrick w4

Regional Judicial Officer

INSTRUCTIONS ON REVERSE



Spill Prevention Control and Countermeasure Inspection
Findings, Alleged Violations, and Proposed Penalty Form

{Note: Do not use this form if there 1s no secondary containment)

These Findings. Alieced Violations and Penalties are issued by EPA Region 7 under the authority vested in the
Admimstrator of EPA by Section 31 1(b)(6)(B)(i) of the Clean Water Act, as amended by the O1l Pollution Act of 1990

Company Neme Docket Number: CWA RNED Stay
Tl-12j0]0(3(-]0]119]1

Faciitv Name Date

Coloredo Peroleum of Nebraska ; 8/01/02

Address Inspection Number

P.O. Bax 784 FIY!- T |NJS|P|- |02 G

City: Inspector's Name:

Sutherland Ed McGlasson

Stae: Zip Code: EPA Approving Official:

NE 69166 Scott Haves

Facility Contact: Enforcement Contacts:

.Sue Cochren Bob Webber Phone Number: (913)551-7251
Alan Hancock  Phone Number:  (913)551-7647

(When the SPCC Plan review penalty exceeds $1,000.00 enter only the maximum allowable of $1,000.00.)

Summary of Findings
(Bulk Storage Facilities)
GENERAL TOPICS: 112.3(d), (e); 112.5(a), (b), (c); 112.7 (b), (c), (d)

OOE OR O U OO0

No Spiil Prevention Control and Countermeasure Plan

Plan not certified by a professional engineer

...................................

No management approval of plan

Plan not available for review

Plan not maintained on site (applies if facility is manned at least eight (8) hours per day)

No evidence of three-year review of plan by owner/operator

No plan amendment(s) if the facility has had a change in: design, construction, operation,
or maintenance which affects the facility’s discharge potential

Amendment(s) not certified by a professional engineer

Inadequate or no prediction of equipment failure which could result in discharges

Plan does not discuss appropriate containment/diversionary structures/equipment
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When drainage from diked areas is to a storm drain, open water course, or lake or pond:

Bypass valve not normally sealed closed

............................... 30000
Runoff rain water not inspected and/or will cause a harmful discharge as defined in 40 CFR 110 .. . . 300.00
Bypass valve is not opened and resealed under responsible supervision ....... .. ...... ... 100.00
Adequate records of drainage events are not maintained . ... ......... ... ... .. .. ... . 50100

Underground tanks are not protected from corrosion or are not subjected to resular pressure testing. . 106,00

O oo o

Pamally buried tanks do not have buried sections protected from corrosion. .............. ... 100.00

Aboveground tanks not subject to periodic integrity testing, such 2s visual, hydrostatic, and

nondestwuctive methods, ete. ..o D 300.00

Outside of tank not frequently observed for signs of deterioration, leaks which might

cause a spill, or accumulation of oil inside diked area. . ............. ... .. .. ... ... .. . 300.00
[] Steam return /exhaust of internal heating coils which discharge into an open water course

notmonitored, passed through a settling tank, skimmer, or other separation systerm. ... ..., L. 100.00
[ ] Records of inspections of aboveground tanks are not maintained ................ ... ... . 50.00

Tanks are not "fail-safe” engineered:
[ ] Noaudible or visual high liquid level alarm, or . ..... ... ... ... .. ... .. ... . ... 300.00
[ Nogh-level pump cutoff devices set to stop flow at a predetermined tank content level, or ....... 300.00
[1 No direct communications between tank gauger and pumping station, ot ... ........... ... ... 300.00
No fast response system for determining liquid levels, such as computers, telepulse or

dITect VISION GAUZES. . ... . e 300.00
[] Notesting of liquid level sensing devices to ensure proper operation ................... ... 50.00
[] Disposal facilities which discharge plant effluents directly to navigable waters are not monitored

frequently todetectoil spills ... .. ... .o o 100.00
[x] Visible oil leaks resulting in accumulations of oil in diked areas are not promptly corrected ... ... ., 300.00
[] Mobile or portable storage tanks are not positioned to prevent spilled oil from reaching

navigable water, or are in area subject to flooding. . .. .. ...... ... .. .. 100.00
Seconcary containment inadequate for mobile or portable storage tanks ................... . ..., 500.60
Plan has inadequate or no discussion of bulk storage tarks . ................ .. ... .. ... 50.00
FACILITY TRANSFER OPERATIONS, PUMPING, AND IN-PLANT PROCESSES, ONSHORE

(excluding Production Facilities) 112.7(e)(3)
[] Bured piping not corrosion protected with protective wrapping, coating, or cathodic protection. . ... 100.00
[[] Corrective action not taken on buried piping when corrosion damage found .. ................. .. 300.00
[7] Tenminal connections at transfer Eoims on not-in-service or standby pipelines are not

capped or blank-flanged and marked astoorigin .. ........... . 0. . . 50.00
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IN THE MATTER OF Colorado Petroleum of Nebraska, Respondent
Docket No. CWA-07-2003-0191

CERTIFICATE OF SERVICE

[ certify that the foregoing Expedited SPCC Settlement Agreement was sent this day in
the following manner to the addressees:

Copy hand delivered to
Attorney for Complainant:

Kristina Kemp

Assistant Regional Counsel

Region VII

United States Environmental Protection Agency
901 N. 5™ Street

Kansas City, Kansas 66101

Copy by Certified Mail Return Receipt to:

Warren Thompson

Colorado Petroleum of Nebraska
PO Box 784

Sutherland, Nebraska 69166

Copy by First Class Mail to:

US. Coast Guard
Finance Center (OGR)
1430A Kristina Way
Chesapeake, VA 23326

Dated: M‘/
%ﬁmtﬁg@l@’ PV _

Kathy Robinton
Regional Hearing Clerk






